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Project Number 5563 

Mr. Steve Lehman (Code 4023) 
Design Manager 
Northern Dlvlsion 
Naval Facilities Engmeering Command 
10 Industrial Highway, MS#82 
Lester, Pennsylvan~a 191 13 

Reference. Clean Contract No. N62472-90-0-1298, 
Contract Task O r d e ~  No. 0223 

Subject' Final Work Plan, Health and Safety Plan, and Env~ronmental Permits 
Report, Fire Training Area, Vapor Extractlon/Air Spargmg Pllot System 

' NWIRP Calverton. New York 

Dear Mr Lehman. 

Please find enclosed seven copies of the subject reports for your use The final reports 
Incorporate Navy comments dated June 28, 1995 Wr~tten responses to these comments are 
attached. Also, the final reports were distributed to TRC members via overnight mail as per Mr. 
Colter's transm~ttal letter (attached). 

If have any quest~ons or require add~t~onal information, please call me at (412) 921-8375 

 avid D. ~ r a ~ a c / k ,  P.E. 
Project ~ a r d ~ e r  

cc Mr. R Boucher (Navy) w/o attachment 
Mr. J. Colter (Navy) w/o attachment 
Mr D. Rule (Navy) w/o attachment 
Mr. J Trepanowskl (HNUS) 

_ Mr. 0. Hutson (HNUS) , ... 
Mr. J farrell (HNUS) w/o attachment 



DEPARTMENT OF THE NAVY 
NORTHERN DIVISION 

NAVAL FACILITIES ENGINEERING COMMAND 

1 0  INDUSTRIAL HIGHWAY 

MAIL STOP. We2 

LESTER PA 191 13-2090 IN REPLY REFER TO 

5090 
Ser 2554/1821/JLC 

JUL 2 5 

MEMORANDUM 

FOR THE MEMBERS OF THE TECHNICAL REVIEW COMMITTEE (TRC) FOR THE 
INSTALLATION RESTORATION PROGRAM AT NAVAL WEAPONS INDUSTRIAL RESERVE 
PLANT (NWIRP) CALVERTON, NEW YORK 

As announced at the June 6 ,  1995 TRC meeting, the U.S. Navy is 
proceeding with a pilot study at Site 2 - Fire Training Area. This 
study will measure the effectiveness of soil vapor extraction/aquifer 
air sparging as a potential technology for remediating the VOC 
contamination present in the vadose zone as well as the upper few feet 
of the most contaminated groundwater. 

The enclosed documents, which outline the work to be performed as part 
of the above mentioned pilot study, are being forwarded for your 
information. The installation of the system is to be completed 
sometime during mid to late August 1995, and the length of the study 
will be for approximately four months. 

If you have any questions or would like additional information 
regarding the pilot study, you may call myself at (610) 595-0567, 
extension 163, or the remedial design manager; Mr. Steve Lehman, at 
(610) 595-0590. 

Thank you for your continued participation in NWIRP Calverton's IR 
program. 

C// JAMES L. COLTER 
Remedial Project Manager 
by Direction of the Commanding Officer 

Distribution: 
DLA/DPRO, Abe Kern 
Grumman Aerospace Corporation, John Ohlmann 
Geraghty and Miller, Carlo San Giovanni 
Suffolk County Department of Health, James Pim 
NYSDEC (Albany) , Jeff McCullough (2 copies) 
NYSDEC (Stonybrook), Robert Becherer (2 copies) 
NYS Department of Health, Tim Vickerson 
EPA Region 11, Carol Stein ( 2  copies) 
EPA Region 11, Mary Logan (2 copies) 
The Nature Conservancy, Marilyn Jordan .- 
The Nature Conservancy, Stuart Lowrie 
Town of Riverhead, Andrea Lohneiss 
National Response Corporation, Mark Miller 
REICC Calverton, A1 Taormina (2 copies) 
Naval Air Systems Command, Robert Booth (w/o enclosures) 



RESPONSES TO 
COMMENTS ON THE PILOT SCALE AIR SPARGlNGlSOlL VAPOR EXTRACTION 

WORK PLAN FOR NAVAL WEAPONS INDUSTRIAL RESERVE PLANT 
CALVERTON (NWIRP CALVERTON), NEW YORK, JUNE 1995 

Comments from Code 1822 (J. Dunleavy) 

General comments on the subject document: 

1 Comment It is assumed that this document is intended to serve as the design document 
for the so11 vapor extract~on pilot study. Is this assumption correct? 

Response Yes 

2 Comment How does the des~gn, in partrcular the placement of inject~on and extraction 
wells take into account the distributron of contaminatron found during the RFA[I]? 

Response. The distribution of contaminat~on is described in Append~x I - Existmg 
Conditrons Survey Report. Please note that Figure 1 of this append~x was inadvertently 
left out of the draft report and will be added to the final report. Thrs diagram summarizes 
the areas of contamination. In addrtion, the following statement will be added to the first 
paragraph of Appendrx B - System lnstallat~on Specifications, Section 1 .O, after the 
second sentence. The system layout IS based on the areas of contaminat~on as 
described in Appendix I - Existing Conditions Survey Report 

3 Comment What was the basis used to size the injectron and extractron blowers? Thrs 
should be contamed in the report but could not be found Although no calculatrons were 
completed by code 1822, rt appears that 140 SCFM @ 5 psr is unders~zed for the number 
of injection wells planned 

Res~onse  The blower sizmg are based on pressure drop calculat~ons and rules-of- 
thumb developed by Halhburton NUS for s~milar projects To determme the number of 
wells, a 40' by 40' grrd for well spacing is established, includrng alternatmg lmes of 
extraction and inject~on wells. Each extract~on well is sued for 6 SCFM. For 32 
extract~on wells, the vacuum blower would be sized for 192 SCFM (= 200 SCFM) 

The mjectron rate is then set at 213 of the extraction rate, or approx~mately 140 SCFM 
Based on 16 inject~on wells (from the grrd), the arr injection rate would be approx~mately 9 
SCFM per well The pressure on the injection blower would consst of displacing the 
water at the injection point (7 feet = 3 PSI), plus line loses wh~ch where calculated to be 
less than 1 PSI. The blower selected IS a positwe displacement blower, meaning that 
higher pressures can be developed if needed. 

4 Comment: The document is supposedly completed by "C F. Braun" engineerrng and the 
design drawmgs all have this company name in the t~tle blocks However the small print 
on all the design drawings all states that the informatron is the property of 
"HALLIBURTON NUS Corporat~on" Thls seems to present a conflrct. 

Response The fine print will be revised to read "C.F. Braun" 



5 Comment It appears that all the piprng connectrig the inject~on and extractron wells to 
the blower housing un~ts is above ground. This is very undesirable The site IS in a 
remote area of known vehicular traffic. The above ground plprng will almost certamly be 
destroyed before the completron of the pilot study. 

Response. As discussed, the fire'training rmg is no longer being used. As a result, full 
unrestricted access to this area is no longer required. Also, buried piping for this system 
is undesirable because of both a higher initial cost and problems with trouble shootmg (arr 
leakage and unknown damage) during operation However, the piping network is being 
laid out to allow access to all locat~ons at the fire training ring, although the pathway is 
somewhat restricted The only routine traffic area (for fire watch) is the access road 
across the southern edge of the site. All piping crosslng this road will be buried, and 
contamed wrthin a metal culvert. 

6 Comment Provide details or manufacturers specifications on the moisture separators 

Response. The morsture separators are simple canisters with no mternal parts. Ther 
function IS to only protect the blowers from excessive moisture 

7 Comment F~gure 2 - System performance can be better monitored if pressure gages 
were installed at each well or at least at the node of each "cluster" of extractron and 
rnject~on wells rather than only at the piping leavrng the blower housing building 

Response. A sample port IS being installed at each cluster and well point. Portable 
pressure gauges (manometers) will be used to measure the pressure at each point dur~ng 
startup and more select~vely durmg operatron. 

8. Comment What IS the relat~onship between CF Braun and Halhburton NUS? Not to 
beat a dead horse but, the document really raises a flag with respect to thts Issue Take 
for example, Appendrx B Sect~on 1.5 1. In th~s sect~on ~t states that groundwater samples 
w~ll be taken by CF Braun while HNUS personnel w~l l  purge air mjectlon wells prior to 
collecting groundwater samples Throughout the report some tasks are completed by 
CF Braun whde others are completed by HNUS. What criteria determines who does what 
work? 

Response CF Braun IS a sister organizat~on of the Halliburton NUSiBrown & Root 
famlly. The document IS bemg reviewed to ensure that the references to HNUS are 
properly used. Any work berng done onsite will be performed by CF Braun However, CF 
Braun personnel will use Halliburton documents, such as SOPS 

9 Comment The settmgs for the relief valves and temperature switches should be shown 
on Figure 2. 

Response The setting for the relief valves and temperature switches are dependent on 
the exact equipment purchased. Thrs informat~on IS not currently ava~lable. Spec~fic 
references presented rn the text are general ranges The exact set points w~l l  be 
establrshed In the field. 

10 Comment. Please note that ~mplementat~on of section 1.12 in this document requlres 
either a complex control system or that someone be present, monrtorrng air emrsslons at 

7 
every moment the plant is operating for the durat~on of the pilot plant study 

Response: As discussed, the first sentence of the second paragraph of this sectron wrll 
be revised to read as follows "Air flow and air qual~ty withrn the alr transfer network of the 



ASISVE system will be periodically monitored over the durat~on of the pilot-scale 
project." 


